
DUPAGE WATER COMMISSION 
PWS FACILITY ID# - IL435400 

MONTHLY OPERATIONS REPORT 
DUPAGE WATER COMMISSION LABORATORY BENCH SHEET RESULTS 

JANUARY 2020 

LEXINGTON P.S. SUPPLY DUPAGE P.S. DISCHARGE 
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Alan E. Stark, Coordinating Engineer 	 Date 
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7.6 	0.7 	0.41 	0 



DUPAGE WATER COMMISSION 
PWS FACILITY ID# - IL435400 

MONTHLY OPERATIONS REPORT 
DUPAGE WATER COMMISSION LABORATORY BENCH SHEET RESULTS 

FEBRUARY 2020 

LEXINGTON P.S. SUPPLY DUPAGE P.S. DISCHARGE 
DATE 

FREE Cl2' TURBIDITY 0PO4 FREE Cl2 I TURBIDITY TEMP 
(CF) pH Fluoride 

(mg/L) (mg/L) 
P.A.C. 

(LBS/MG)  

ANALYST ANALYST 
INT. 

1 0.90 0.08 0.54 0.69 0.09 51 7.7 0.8 0.48 0 CT 
2 1.10 0.08 0.50 0.71 0.09 51 7.7 0.9 0.52 0 CT 
3 0.99 0.07 0.51 0.74 0.13 52 7.7 0.5 0.50 0 CT 
4 1.10 0.09 0.47 0.93 0.10 50 7.6 0.7 0.47 0 AM 
5 1.00 0.07 0.56 0.83 0.13 51 7.6 0.5 0.64 0 CT 
6 1.00 0.06 0.48 0.81 0.08 52 7.7 0.9 0.42 0 CT 
7 0.99 0.07 0.42 0.80 0.12 52 7.7 0.9 0.56 0 CT 
8 0.97 0.07 0.53 0.98 0.08 51 8.2 0.9 0.53 0 RC 
9 1.10 0.06 0.56 0.97 0.08 52 7.7 0.91 0.58 0 RC 

10 1.05 0.08 0.52 0.82 1 	0.09 52 7.4 0.81 0.62 0 CT 
11 1.06 0.08 0.48 0.831 0.09 53 7.9 0.61 0.53 0 

_ 
CT 

12 1.04 0.07 0.57 1.02 0.07 53 7.8 0. 0.54  RC 
13 1.04 0.07 0.52 0.99 0.08 52 7.9 0.9 0.57  RC 
14 1.01 0.07 0.51 1.00 0.08 51 7.4 0.9 0.53  RC 
15 1.10 0.08 0.43 0.97 0.09 51 7.8 0.9 0.56 0 AM 
16 1.00 0.08 0.47 0.86 0.10 50 7.9 0.9 0.57 0 AM 
17 1.07 0.07 0.48 0.97 0.08 52 7.5 0.9 0.55 0 RC 
18 1.06 0.06 0.48 1.061 0.08 53 7.5 0.81 0.53 0 RC 
19 1.00 0.07 0.54 0.96 0.09 52 7.6 0.9 0.56 0 AM 
20 1.00 0.08 0.49 0.86 0.08 49 7.4 0.9 0.60 0 KD 
21 1.14 0.07 0.51 1.02 0.09 47 7.4 0.9 0.51 0 RC 
22 1.10 0.06 0.53 1.00 0.09 47 7.4 0.9 0.55 0 KD 
231 1.00 0.07 0.46 0.92 0.10 47 7.5 0.9 0.52 0 KD 
24 1.00 0.06 0.49 0.97 1 	0.15 47 7.4 0.91 0.50 0 KD 
25 1.10 0.08 0.53 0.99 0.10 46 7.5 0.8 0.45 0 AM 
26 1.10 0.07 0.51 1.00 0.07 45 7.5 0.9 0.61 0 KD 
27 1.00 0.08 0.51 0.99 0.09 45 7.5 0.8 0.52 0 KD 
28 1.00 0.06 0.49 0.96 0.08 45 7.6 0.9 0.50 0 KD 
29 0.99 0.08 0.53 0.93 0.09 45 7.6 0.8 0.50 0 AM 

	

-1.u15 	0.07 	0.50 	0.92 
	

0.09 	50 	7.6 	0.8 	0.54 	0 
MAX. 	1.14 	0.09 	0.57 	1.06 

	
0.15 	53 	8.2 	0.9 	0.64 	0 

MIN. 	0.90 	0.06 	0.42 	0.69 
	

0.07 	45 	7.4 	0.5 	0.42 	0 

Alan E.E. Stark, Coordinating ngineer 	 Date 
Illinois ROINC # 84789479 







DUPAGE WATER COMMISSION 
PWS FACILITY ID# IL435400 

MONTHLY OPERATIONS REPORT 
DUPAGE WATER COMMISSION LABORATORY BENCH SHEET RESULTS 

MAY 2020 

LEXINGTON P.S. SUPPLY 
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i.'u 	U.U( 	U.01 	134 	0.07 	56 
MAX. 	 1.57 	0.10 	0.73 	1.43 	0.09 	61 
MIN. 	 124 	0.05 	0.50 	1.20 	0.06 	52 
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Alan E. Stark, Coordin-allfig Engineer 	 Date 
Illinois ROINC # 84789479 

	

7.6 	0.8 	0.59 

	

7.7 	1.0 	0.67 

	

7.6 	0.7 	0.53 



DUPAGE WATER COMMISSION 
PWS FACILITY lD#- IL435400 

MONTHLY OPERATIONS REPORT 
DUPAGE WATER COMMISSION LABORATORY BENCH SHEET RESULTS 

JUNE 2020 

LEXINGTON P.S. SUPPLY DUPAGE P.S. DISCHARGE 
ANALYST DATE 

jp/LJ_ 
FREE C12 'TURBIDITY 

(ntu) 
OPO4 
(malL) 

FREE C12 
(mg/L) 

1 

TURBIDITY 
(ntu) 	J 

TEMP 
(°F) 

H 
Fluoride 
(mg/L) 

o-PO4 
(mg  

P.A.C. 
(LBS/MG)  

INT. 

1 132 0.05 0.63 1.28 0.06 60 7.6 0.8 0.62 0 CT 
2 1.54 0.06 0.56 1.40 0.07 62 7.6 1.0 0.67 0 CT 
3 134 0.06 0.63 1.37 0.08 61 7.6 0.5 0.58 0 CT 
4 147 0.06 0.67 1.44 0.07 60 7.6 0.9 0.73 0 CT 
5 1.43 0.07 0.75 1.34 0.08 60 7.7 1 	0.91  0.68 0 CT 
6 1.50 0.07 0.59 141 0.08 61 7.6 0. 0.61 0 AM 
7 t41 0.08 0.62 1.36 0.07 eo 7.7 0.9 0.62 0 AM 
8 1.38 0.07 0.60 1.29 0.08 59 7.7 0.9 0.63 0 AM 
9 1.38 0.08 0.59 1.30 0.08 63 7.6 0. 0.63 0 CT 

10 1.40 0.08 0.55 1.40 0.10 64 7.6 0. 0.64 0 AM 
11 1.35 0.09 0.58 1.33 0.08 62 7.7 0.9 0.61 0 AM 
12 1.43 0.06 0.56 1.38 0.06 60 7.7 0.8 0.61 0 AM 
13 1.41 0.07 0.58 1.40 0.07 60 7.7 0.8 0.62 0 KD 
14 1.29 0.07 0.54 .36 0.07 60 7.6 0.9 0.66 0 KD 
15 1.42 0.05 0.57 .40 0.07 61 7.6 0.9 0.59 0 KD 
16 1.36 0.07 057 1.43 0.06 60 7.8 0.8 0.58 0 RC 
17 _1.32 0.07 0.57 1.33 0.07 60 1 	7.6 0.8 0.59 0 KD 
18 1.27 0.06 0.55 1.27 1 	0.08 60 7.6 0.91 0.60 0 KD 
19 132 006 055 1.36 008 61 78 08 051 0 KD 
20 1.35 0.07 0.57 1.29 0.08 61 7.7 0.9 0.54 0 AM 
21 1.30 0.07 0.58 .30 

- 
0.09 61 7.8 0.8 0.51 0 AM 

22 1.30 0.06 0.54 130 0.08 60 7.6 0.8 0.57 0 KD 
23 1 	1.41 0.07 0.57 137 0.08 61 7.7 0.8 0.56 0 KD 
24 _1.38 0.07 0.56 1.34 0.09 61 7.7 0.8 0.57 0 AM 
25 1.34 0.06 0.57 1.31 0.08 60 7.7 0.8 0.58 
26 1.41 0.07 0.54 1.40 0.09 60 7.7 0.8 0.59 
27 1.40 0.06 0.57 138 0.08 60 7.7 0.8 0.58 
28 1.42 0.06 0.68 135 0.09 60 7.6 0.8 0.65 

w  

29 .39 
- 

0.07 0.59 137 0.09 60 7.7 0.8 0.61 
30 .35 0.07 0.61 1.42 0.10 60 7.7 -0.-7f-0.59  
31  

 ______ 
 

__________ ______ _______ _______ ______ _______ 
 

AVG. 	 1.38 	0.07 	0.59 	1.36 
	

0.08 	61 	7.7 	0.8 	0.60 	0 
MAX. 	 1.54 	0.09 	0.75 	1.44 

	
0.10 	64 	7.8 	1.0 	0.73 	0 

MIN. 	 1.27 	0.05 	0.54 	1.27 
	

0.06 	59 	7.6 	0.5 	0.51 	0 

7 
 A 	2N  /- 

Alan E. Stark, Coordinating Engineer 	 Date 
Illinois ROINC # 84789479 



DUPAGE WATER COMMISSION 
PWS FACILITY ID# - IL435400 

MONTHLY OPERATIONS REPORT 
DUPAGE WATER COMMISSION LABORATORY BENCH SHEET RESULTS 

JULY 2020 

P.S. SUPPLY 

' M LEXINGTON 

m- mm.  

•1I 
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_ufl_J_ 
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Avu. 	 1.3b 	0.09 	0.61 	1.36 
MAX. 	 1.47 	0.13 	0.77 	1.46 
MIN. 	 1.22 	0.06 	0.53 	1.21 

	

0.10 	63 	7.8 	0.7 	0.63 	1 

	

0.13 	71 	7.8 	0.9 	0.74 	10 

	

0.07 	59 	7.6 	0.5 	0.52 	0 

2 	-'-- 'f e4~'  , 
Alan E. Stark, Coordinating Engineer 	 Date 
Illinois ROINC # 84789479 



DUPAGE WATER COMMISSION 
PWS FACILITY ID# IL435400 

MONTHLY OPERATIONS REPORT 
DUPAGE WATER COMMISSION LABORATORY BENCH SHEET RESULTS 

AUGUST 2020 

LEXINGTON P.S. SUPPLY DUPAGE P.S. DISCHARGE 
ANALYST 

DATE 
FREE Cl2 

(mg/L 
TURBIDITY 

(ntu) 
O-PO4 
(malL) 

FREE Cl2 
_jg/Lj_ 

TURBIDITY 
(ntu) 

TEMP 
(°F) 

H 
Fluoride 
(mg/L) 

O-PO4 
(mqlL) 

P.A.C. 
(LBS/MG)  

INT. 

1 1.33 0.08 0.58 131 0.09 66 7.8 0.8 0.62 10 AM 
2 135 0.09 0.58 134 0.10 68 7.8 0.8 0.60 10 AM 
3 1.48 0,16 0.65 126 0.15 70 7.8 0.7 0.65 10 RC 
4 1.13 0.13 0.63 121 0.13 70 7.8 0.7 0.65 10 RC 
5 131 0.10 0.60 129 0.11 70 7.7 0.8 0.62 10 AM 
6 139 0,12 0.59 126 0.15 70 7.8 0.7 0.61 10 AM 
71 133 0.14 0.62 1.31 0.16 71 7.7 0.7 0.59 10 AM 
8 1.12 0.10 0.58 127 0.10 70 7.7 0.7 0.59 10 KD 
9 124 0.09 0.58 1.32 0.10 70 7.7 0.7 0.60 10 KD 

10 1.40 0.10 0.62 139 0.11 71 7,7 0.7 0.63 10 KD 
11 127 0.12 0.64 143 0.13 72 7.7 0.7 0.67 10 RC 
12 1.44 0.10 0.64 1.34 0.12 71 7.7 1 	0.6 0.66 10 KD 
13 1.49 0.11 0.63 1.41 1 	0.12 71 7.7 0.6 0.63 10 KD 
14 138 0.10 0.62 1.29 0.13 72 7.7 0.6 0.65 10 KD 
15 144 0.10 0.62 1.40 0.12 72 7.7 0.6 0.63 10 KD 
16 lAS 0.14 0.65 1.19 0.14 72 7.7 0.7 0.67 0 RC 
17 129 0.12 0.66 1.35 0.13 72 7.7 0.6 0.68 0 KD 
18 125 0.10 0.66 1.23 0.12 73 7.7 1 	0.6 0.65 0 KD 
19 1.33 0.11 0.68 1.25 0.13 73 7.7 0.6 0.69 0 KD 
20 1.25 0.11 0.66 1.32 1 	0.13 72 7.7 0.6 0.67 0 AM 
21 1.22 0.10 0.59 1.26 0.11 73 7.7 0.6 0.59  0 AM 
22 129 0.12 0.61 1.23 0.12 73 7.7 0.61 0.64 40 KD 
23 141 0.14 0.60 1.21 0.16 74 7.7 0.6 0.64 40 KD 
24 149 0.16 0.62 1.48 0.17 74 7.7 0.6 0.66 40 AM 
25 146 0.10 0.61 166 0.10 73 7.7 0.6 0.59 0 AM 
26 lAO 0.10 0.61 136 1 	0.09 71 7.7 0.6 0.62  0 KD 
27 142 0.09 0.61 1.40 0.09 70 7.7 1 	0.6 0.61  KD 
28 131 0.08 0.61 135 0.12 69 7.7 0.6 0.61  KD 
29 1.28 0.08 0.57 120 0.10 66 7.8 0.7 0.57  0 CT 
30 135 0.07 0.50 134 0.08 64 7.7 0.8 0.54  CT 
31 1.22 012 0.55 133 0.11 60 7.7 0.7 0.56  CT 

AVG. 	 1.34 	0.11 	0.61 	1.32 
MAX. 	 1.49 	0.16 	0.68 	1.66 
MIN. 	 1.12 	0.07 	0.50 	1.19 

Alan E. Stark, Coordinating Engineer 	 Date 
Illinois ROINC # 84789479 

	

0.12 	70 	7.7 	0.7 	0.63 	9 

	

0.17 	74 	7.8 	0.8 	0.69 	40 

	

0.08 	60 	7.7 	0.6 	0.54 	0 



DUPAGE WATER COMMISSION 
PWS FACILITY ID# - IL435400 

MONTHLY OPERATIONS REPORT 
DUPAGE WATER COMMISSION LABORATORY BENCH SHEET RESULTS 

SEPTEMBER 2020 

LEXINGTON P.S. SUPPLY DUPAGE P.S. DISCHARGE 
DATE 

FREE Cl2 
Jjp/LJ_ 

TURBIDITY 
(ntu) 

O-PO4 
(mq/L) 

FREE Cl2 
(m.qIL) 

I TURBIDITY 
j 	(ntu) 

TEMP 
(°F) 

H Fluoride 
(mglL) 

- OPO4 
(mcilL) 

P.A.C. 
j(LBS/MG)  

ANALYST 
INT. 

1 1.38 0.12 0.62 134 0.13 72 7.7 0.7 0.61 0 AM 
2 1.36 0.10 0.62 132 0.12 70 7.8 1 	0.6 0.68 0 CT 
3 123 0.08 0.59 1.19 0.11 68 7.8 0.6 0.65 20 CT 
4 1.25 0.08 0.56 1.14 0.11 68 7.8 0.6 0.56 20 CT 
5 1.32 0.08 0.57 129 0.10 67 7.8 0.7 0.66 20 RC 
6 1.38 0.09 0.62 1.35 0.10 67 7.7 0.7 0.63 20 RC 
7 1.35 0.13 0.68 1.24 0.12 68 7.8 0.8 0.62 20 CT 
8 1.44 0.09 0.66 139 0.12 69 7.7 0.7 0.65 20 CT 
9 1.23 0.10 0.64 132 0.10 68 7.8 0.7 0.60 20 RC 

10 1.34 0.10 0.62 1.19 0.12 68 7.8 0.6 0.62 20 RC 
11 1.39 0.15 0.63 130 0.14 68 7.8 0.7 0.68 20 RC 
12 1.40 0.12 0.65 1.22 0.11 67 7.8 0.8 0.65 20 CT 
13 1.24 0.12 0.77 1.60 0.12 66 7.8 0.8 0.65 40 CT 
14 1.18 0.12 0.74 1.18 0.13 66 7.8 0.7 0.64 40 CT 
15 138 0.11 0.71 1.36 0.12 66 7.7 0.8 0.68 40 RC 
16 1.21 0.12 0.74 1.18 0.12 66 7.8 0.7 0.73 40 CT 
17 1.18 0.12 0.71 1,18 0.12 67 7.7 1 0.7 0.66 40 CT 
18 143 0.11 0.64 1.34 0.10 68 7.8 0.7 0.60 40 CT 
19 128 0.10 0.72 1.22 0.10 68 7.7 0.7 0.57 40 RC 
20 1.41 0.11 0.64 1.35 0.11 67 7.7 0.8 0.67 40 RC 
21 143 0.10 0.59 1.33 0.12 67 7.7 0.71 0.65 40 CT 
22 1.44 0.09 0.53 1.28 0.11 67 7.7 0.7 0.63 40 CT 
23 1.19 0.11 0.60 1.30 0.13 67 7.7 0.7 0.60 40 RC 
24 1.24 0.12 0.65 1.26 0.12 67 7.7 0.8 0.64 40 RC 
25 129 0.09 0.63 1.30 0.10 66 7.7 0.8 0.59 40 RC 
26 126 0.09 0.61 1.28 0.11 67 7.7 0.8 0.59 40 AM 
27 130 0.08 0.57 1.25 0.10 66 7.6 0.9 0.57 40 AM 
28 _1.20 0,11 0.67 1.24 0.10 66 7.8 0.7 0.62 40 RC 
29 144 0.12 1 0.64 1.38 0.12 65 7.7 0.7 0.58 40 RC 
30 1.52 0.10 0.66 1.35 0.09 63 7.8 0.7 0.62 40 RC 

u.ii 	0.64 	129 	0.11 	67 	7.7 
MAX. 	 1.52 	0.15 	0.77 	1.60 	0.14 	72 	7.8 
MIN, 	 1.18 	0.08 	0.53 	1.14 	0.09 	63 	7.6 

Alan E. Stark, Coord inan Engineer Date 
Illinois ROINC # 84789479 

	

0.7 	0.63 	31 

	

0.9 	0.73 	40 

	

0.6 	0.56 	0 
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